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If a system was re-
quired to report to 

the State * * *
Your system must * * *

(b) For three 
months in a row 
and turbidity ex-
ceeded 1.0 NTU 
in two consecu-
tive recordings 15 
minutes apart at 
the same filter (or 
CFE for systems 
with 2 filters that 
monitor CFE in 
lieu of individual 
filters).

Conduct a self-assessment of the fil-
ter(s) within 14 days of the day the 
filter exceeded 1.0 NTU in two con-
secutive measurements for the third 
straight month unless a CPE as 
specified in paragraph (c) of this sec-
tion was required. Systems with 2 fil-
ters that monitor CFE in lieu of indi-
vidual filters must conduct a self as-
sessment on both filters. The self-as-
sessment must consist of at least the 
following components: assessment 
of filter performance; development of 
a filter profile; identification and 
prioritization of factors limiting filter 
performance; assessment of the ap-
plicability of corrections; and prepa-
ration of a filter self-assessment re-
port. If a self-assessment is required, 
the date that it was triggered and the 
date that it was completed. 

(c) For two months 
in a row and tur-
bidity exceeded 
2.0 BTU in 2 con-
secutive record-
ings 15 minutes 
apart at the same 
filter (or CFE for 
systems with 2 fil-
ters that monitor 
CFE in lieu of in-
dividual filters).

Arrange to have a comprehensive per-
formance evaluation (CPE) con-
ducted by the State or a third party 
approved by the State not later than 
60 days following the day the filter 
exceeded 2.0 NTU in two consecu-
tive measurements for the second 
straight month. If a CPE has been 
completed by the State or a third 
party approved by the State within 
the 12 prior months or the system 
and State are jointly participating in 
an ongoing Comprehensive Tech-
nical Assistance (CTA) project at the 
system, a new CPE is not required. 
If conducted, a CPE must be com-
pleted and submitted to the State no 
later than 120 days following the day 
the filter exceeded 2.0 NTU in two 
consecutive measurements for the 
second straight month. 

§ 141.564 My system practices lime 
softening—is there any special pro-
vision regarding my individual fil-
ter turbidity monitoring? 

If your system utilizes lime soft-
ening, you may apply to the State for 
alternative turbidity exceedance levels 
for the levels specified in the table in 
§ 141.563. You must be able to dem-
onstrate to the State that higher tur-
bidity levels are due to lime carryover 
only, and not due to degraded filter 
performance.

REPORTING AND RECORDKEEPING 
REQUIREMENTS

§ 141.570 What does subpart T require 
that my system report to the State? 

This subpart T requires your system 
to report several items to the State. 
The following table describes the items 
which must be reported and the fre-
quency of reporting. Your system is re-
quired to report the information de-
scribed in the following table, if it is 
subject to the specific requirement 
shown in the first column.

Corresponding
requirement Description of information to report Frequency 

(a) Combined Filter Effluent 
Requirements.

(§§ 141.550–141.553) 

(1) The total number of filtered water turbidity meas-
urements taken during the month.

By the 10th of the following month. 

(2) The number and percentage of filtered water tur-
bidity measurements taken during the month which 
are less than or equal to your system’s required 
95th percentile limit.

By the 10th of the following month. 

(3) The date and value of any turbidity measurements 
taken during the month which exceed the maximum 
turbidity value for your filtration system.

By the 10th of the following month. 

(b) Individual Turbidity Re-
quirements.

(§§ 141.560–141.564) 

(1) That your system conducted individual filter tur-
bidity monitoring during the month.

By the 10th of the following month. 

(2) The filter number(s), corresponding date(s), and 
the turbidity value(s) which exceeded 1.0 NTU dur-
ing the month, but only if 2 
consecutivemeasurements exceeded 1.0 NTU.

By the 10th of the following month. 

(3) If a self-assessment is required, the date that it 
was triggered and the date that it was completed.

By the 10th of the following month (or 14 
days after the self-assessment was 
triggered only if the self-assessment 
wastriggered during the last four days 
of the month) 

(4) If a CPE is required, that the CPE is required and 
the date that it was triggered.

By the 10th of the following month. 

VerDate jul<14>2003 10:39 Aug 22, 2003 Jkt 200158 PO 00000 Frm 00564 Fmt 8010 Sfmt 8010 Y:\SGML\200158T.XXX 200158T



565

Environmental Protection Agency Pt. 142

Corresponding
requirement Description of information to report Frequency 

(5) Copy of completed CPE report ................................ Within 120 days after the CPE was trig-
gered. 

(c) Disinfection Profiling ......
(§§ 141.530–141.536) 

(1) Results of optional monitoring which show TTHM 
levels <0.064 mg/l and HAA5 levels <0.048 mg/l 
(Only if your system wishes to forgo profiling) or that 
your system has begun disinfection profiling.

(i) For systems serving 500–9,999 by 
July 1, 2003; 

(ii) For systems serving fewer than 500 
by January 1, 2004. 

(d) Disinfection 
Benchmarking.

(§§ 141.540–141.544) 

(1) A description of the proposed change in disinfec-
tion, your system’s disinfection profile for Giardia 
lamblia (and, if necessary, viruses) and disinfection 
benchmark, and an analysis of how the proposed 
change will affect the current levels of disinfection.

Anytime your system is considering a 
significant change to its disinfection 
practice. 

§ 141.571 What records does subpart T 
require my system to keep? 

Your system must keep several types 
of records based on the requirements of 
subpart T, in addition to recordkeeping 
requirements under § 141.75. The fol-
lowing table describes the necessary 

records, the length of time these 
records must be kept, and for which re-
quirement the records pertain. Your 
system is required to maintain records 
described in this table, if it is subject 
to the specific requirement shown in 
the first column.

Corresponding requirement Description of necessary records 
Duration of 

time records 
must be kept 

(a) Individual Filter Turbidity Requirements ...................
(§§ 141.560–141.564) 

Results of individual filter monitoring ........................... At least 3 
years. 

(b) Disinfection Profiling .................................................
(§§ 141.530–141.536) 

Results of Profile (including raw data and analysis) .... Indefinitely. 

(c) Disinfection Benchmarking .......................................
(§§ 141.540–141.544) 

Benchmark (including raw data and analysis) ............. Indefinitely. 

PART 142—NATIONAL PRIMARY 
DRINKING WATER REGULATIONS 
IMPLEMENTATION

Subpart A—General Provisions

Sec.
142.1 Applicability. 
142.2 Definitions. 
142.3 Scope. 
142.4 State and local authority.

Subpart B—Primary Enforcement 
Responsibility

142.10 Requirements for a determination of 
primary enforcement responsibility. 

142.11 Initial determination of primary en-
forcement responsibility. 

142.12 Revision of State programs. 
142.13 Public hearing. 
142.14 Records kept by States. 
142.15 Reports by States. 
142.16 Special primacy requirements. 
142.17 Review of State programs and proce-

dures for withdrawal of approved pri-
macy programs. 

142.18 EPA review of State monitoring de-
terminations. 

142.19 EPA review of State implementation 
of national primary drinking water regu-
lations for lead and copper.

Subpart C—Review of State-Issued 
Variances and Exemptions

142.20 State-issued variances and exemp-
tions under Section 1415(a) and Section 
1416 of the Act. 

142.21 State consideration of a variance or 
exemption request. 

142.22 Review of State variances, exemp-
tions and schedules. 

142.23 Notice to State. 
142.24 Administrator’s rescission.

Subpart D—Federal Enforcement

142.30 Failure by State to assure enforce-
ment. 

142.31 [Reserved] 
142.32 Petition for public hearing. 
142.33 Public hearing. 
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